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NOTES

Where pad or pedestal mounts are located in a sidewalk,
construct mount fop flush wifth sidewalk grade, omitting
chamfer where top and sidewalk abut.

Pad mount design is fTypical.

Place a silicone seal between the cabinet foundation
and fthe cabinet for the pad mount design.
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NOTE: THIS PLAN IS NOT A LEGAL ENGINEERING DOCUMENT BUT AN ELECTRONIC DUPLICATE.
THE ORIGINAL, SIGNED BY THE ENGINEER AND APPROVED FOR PUBLICATION, /S KEPT ON FILE
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